
 

Natural Gas: 5.2  MBTU/HR 

Generator-Avg. Output: 
Gross: 5.7 MW 
Net: 5.4 MW 

 Natural Gas: 60.3  MBTU/HR 

50 PSIG – 33,106 PPH  
298 F – 1180 BTU/ # 
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Specified Conditions: 
Elevation – 4100 Feet 
Ambient Temp. – 54 F 
Humidity – 60 % 
Diagram Based On: Avg. Yearly Loading 


