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Background

In the early 2000s, Rocky Mountain Power developed its Customer Service Standards and Service Quality Measures
by benchmarking against industry reliability and customer service standards. Where no industry standards existed,
Rocky Mountain Power created its own metrics, targets and reporting methods.

In Docket No. 20-035-22, the Division of Public Utilities (DPU) reviewed Rocky Mountain Power’s 2019 service
quality and recommended the Public Service Commission of Utah (Commission) establish a work group to review
RMP’s reliability baseline standards related to SAIDI and SAIFI. The Commission accepted this recommendation and
directed RMP and DPU to convene a work group, open to interested parties, to examine and make
recommendations on RMP’s reliability baseline standards. The work group met and discussed new baseline
performance standards, which are reflected in the following report.
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1 Reliability Performance

The underlying performance control zone limits are set from 107-157 minutes for SAIDI and 0.9-1.2 events for SAIFI.
The notification limits are set at 157 minutes for SAIDI and 1.2 events for SAIFI indicating performance that exceeds
the expected range of performance. Sections 1.1 and 1.2 overview annual results related to control zones and
notification limits. Section 1.3 covers major and significant events for customers. Outage response performance is
in section 1.4, CAIDI performance in section 1.5, and wildfire mitigation impact on reliability in section 1.6.

1.1 System Average Interruption Duration Index (SAIDI)

SAIDI Reporting Period

Total* 144.0
Major Events 16.1
Enhanced Safety Settings (ESS)? 24.5
Emergency De-energization® 9.0

Public Safety Power Shutoff (PSPS)* 2.1

Underlying 92.2
Underlying 92.2
Controllable® Distribution 35.6
Non-controllable Distribution 56.6

System Average Interruption Duration Index (SAIDI)

excludes Prearranged and Customer Requested

Notification Limit: 157 min.

Underlying Control Zone: 107-157 min.

SAIDI Minutes

w Calendar Total with Major Events, ESS == Calendar Underlying Actual = Calendar Controllable Actual == Rolling 365-day Underlying SAIDI

1 Total SAIDI = Underlying + Enhanced Safety Settings (ESS) + Emergency De-energization + Major Events + Public Safety Power Shutoff (PSPS)
2 Enhanced Safety Settings (ESS) are more sensitive settings implemented to reduce the risk of wildfires during fire season as described in

Section 1.6.
3 Wildfire emergency de-energization was implemented at the beginning of 2024. Additional details of this mitigation effort are described in

Section 1.6.

4 Public Safety Power Shutoff (PSPS) is employed to prevent wildfires or other hazards during extreme weather conditions.

5 Controllable categories include Animals, Bird Mortality (non-protected and protected species), Bird Nest, Bird Suspected-No Mortality, Bad
Order Equipment, Deterioration or Rotting, Overload, Faulty Install, Improper Protective Coordination, Incorrect Records, Internal Contractor,
Internal Tree Contractor, PacifiCorp Employee — Dispatch, PacifiCorp Employee — Field, PacifiCorp Employee — Sub, Switching Error,

Maintenance, and Trees — Trimmable.
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System Average Interruption Frequency Index (SAIFI)

SAIFI Reporting Period

Total © 1.230
Major Events 0.039
Enhanced Safety Settings (ESS) 0.326
Emergency De-energization 0.037
Public Safety Power Shutoff (PSPS) 0.003
Underlying 0.825
Underlying 0.825
Controllable Distribution 0.241
Non-controllable Distribution 0.584

System Average Interruption Frequency Index (SAIFI)

excludes Prearranged and Customer Requested

Notification Limit: 1.2 events

Underlying Control Zone: 0.9-1.2 events

..........
T

-----
........

0.0 T T T T T T T T

T
1/1 2{1 3/1 411 5/1 6/1 71 8/1 9/1 10/1 11/1 1211

w Calendar Total with Major Events, ESS = Calendar Underlying Actual == Calendar Controllable Actual = Rolling 365-day Underlying SAIFI

6 Total SAIFI includes Major Events, ESS, Emergency De-energization, PSPS, and Underlying outages. The notification limit (1.2 events) applies
to Underlying outages only.
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1.3 Major and Significant Event Days

In the current reporting period, the Company experienced two statewide major events,’ zero regional major
events, and five significant events.® Rocky Mountain Power includes regional major events into its analysis to
address statistical outliers that may not appear at the state level. Regional major events do not necessarily
escalate to state-level major events. When this occurs, the Company will submit a major event filing for the region
if the event surpasses the regional threshold.

State Major Events

Date Cause Status Docket SAIDI
January 18, 2025° Interference — Vehicle Accident | Approved 25-035-11 5.11
March 17-18, 2025 Weather Approved 25-035-28 11.00

Total 16.11

January 18, 2025

OnJanuary 18, 2025, a vehicle accident in Park City, Utah, caused a utility pole to fall, bringing down additional
poles and obstructing the roadway with power lines. Crews isolated the affected section, re-energized most
customers and replaced damaged poles with support from surrounding areas. Outage durations were
prolonged due to a tie that was removed related to a Fire High Consequence Area project, impacting
restoration efforts at the Silver Creek substation. The major event affected 5,554 customers.

March 17-18, 2025

During the afternoon of March 17 through the morning of March 19, Utah experienced two large-impacting
outage events that exceeded the major event threshold at the state level. A cold front moved across Northern
Utah in the afternoon of March 17 and continued into March 18, 2025. The cold front brought winds and
heavy wet snow impacting the Salt Lake, Utah and Tooele Valleys. The event impacted 23,388 customers with
outage durations ranging from 12 minutes to 14 hours 59 minutes.

In the evening of March 18, a pole on the 345kV Pinto to Four Corners transmission line failed causing
widespread outages to customers in Southeastern Utah. The event impacted 11,706 customers including bulk
power to Monticello City and Blanding City municipal utilities, the Navajo Nation, and one major customer.
Outage duration for the event ranged from 8 hours 34 minutes to 8 hours 52 minutes.

The major event impact from these two events totaled 35,367 customers across the state.

7 A Major Event (ME) is defined as a 24-hour period where SAIDI exceeds a statistically derived threshold value (Reliability Standard IEEE
1366-2022) based on the 2.5 beta methodology. The values used for the reporting period are shown below:
Effective Date Customer Count ME Threshold SAIDI ME Customer Minutes Lost
1/1-12/31/2025 1,054,136 3.83 4,036,570

8 Significant event days are 1.75 times the standard deviation of the company’s natural log daily SAIDI results (by state or appropriate
reliability reporting region).
9 SAIDI modified slightly from 5.21 to 5.11 and SAIFI from 0.003 to 0.005 due to data cleanup after the event.
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Regional Major Events

Beginning in 2020, Rocky Mountain Power began categorizing regions where outages in a diverse operating area
can be identified as statistical outliers, which would otherwise be hidden by the statistical weighting of some
districts. This is in accordance with IEEE Guide 1366-2022 which notes, “[the purpose of major event classification]
is to allow major events to be studied separately from daily operation, and in the process, to better reveal trends
in daily operation that would be hidden by the large statistical effect of major events.”? Starting in 2024, the
Company began excluding regional major events from underlying metrics in accordance with the Commission
Order issued December 12, 2023, under Docket 23-035-21.

No regional major events were recorded during the reporting period.
Major Event Thresholds

To improve identification of major events and to accurately represent the reliability performance at regional and
State level, the company has subdivided the State into five major event reporting areas to ensure that major
events are more equally represented in rural versus urban population areas by eliminating statistical anomalies
that may occur in local areas. Statistically, events that exceed the threshold for major event day (TMED) are a
result of stresses beyond what is normally expected. By capturing these events at a regional level, it would remove
the statistical anomalies from these regions and provide a more consistent representation of the electric reliability
at the State and local level. The proposed reliability reporting areas, and their respective TMED values for 2025,
are shown in the table below.

Reliability Total Threshold for Major Day Customer Minutes Lost
Reporting Area Customer Count Event (TMED) (CML)
Utah North 166,944 16.93 2,825,733
Utah Central 605,903 4.78 2,895,325
Utah Southeast 215,270 12.33 2,654,489
Utah Southwest 66,019 16.36 1,079,963
State of Utah | 1,054,136 3.83 4,036,570

10 1nstitute of Electrical and Electronics Engineers. IEEE Guide for Electric Power Distribution Reliability Indices. |EEE Std 1366-2022 (New
York: IEEE, 2022), 20.
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Significant Events

Significant event days add substantially to year-on-year cumulative performance results; fewer significant event
days generally result in better reliability for the reporting period while more significant event days generally mean
poorer reliability results. During the period, five significant event days were recorded, which account for 9.22
SAIDI minutes, or about 9.99% of the reporting period’s underlying 92.2 SAIDI minutes.

Significant Event Days ‘

. Operating Underlying Underlying % of To?al % of :I'otal

Dates Cause: General Description District SAIDI SAIFI Underlying Underlying SAIFI
SAIDI (92.2) (0.825)
March 6, 2025 Loss of Transmission Line Garden City 1.57 0.007 1.70% 0.88%
May 12, 2025 Loss of Transmission Line SLC Metro 2.74 0.026 2.97% 3.18%
June 9, 2025 Loss of Substation SLC Metro 1.89 0.009 2.05% 1.06%
June 19, 2025 Deterioration or Rotting Jordan Valley 1.55 0.013 1.68% 1.54%
October 4, 2025 Loss of Supply Park City 1.47 0.010 1.60% 1.23%
TOTAL 9.22 0.065 9.99% 7.89%

1.4 Restore Service to 80% of Customers within 3 Hours

The table below shows the average time, during the reporting period, for outage restoration. Overall, the Company
restored power outages due to damage to the transmission and distribution system within three hours to 84% of
customers, achieving the performance target of greater than 80%. During 2025, January, April, September, and
December stood out as particularly challenging months. January outages were primarily driven by Deterioration or
Rotting, B/O Equipment, and Vehicle Accidents. In April and September, long-duration outages (exceeding three
hours) were mainly attributed to Deterioration or Rotting, Vehicle Accident, and Loss of Substations. In December,
Deterioration or Rotting was the leading cause of long-duration outages, affecting 4,592 customers, followed by
wind-related events impacting 3,424 customers, and Loss of Transmission lines affecting 2,227 customers.

RESTORATIONS WITHIN 3 HOURS ‘

Reporting Period Cumulative = 84%

January February March April May June
72% 81% 83% 79% 87% 82%
July August September October November December
86% 83% 75% 83% 94% 78%

1.5 CAIDI Performance

CAIDI (Average Outage Duration)

Underlying Performance 112 minutes
Total Performance 117 minutes
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1.6 Wildfire Situational Awareness and Operational Practice Impact

As part of the Rocky Mountain Power’s wildfire mitigation plan (Docket No. 20-035-28), the Company implements
operational practices designed to reduce wildfire ignition potential during elevated fire-weather conditions. In
Utah, these practices include Enhanced Safety Settings (ESS), emergency de-energization and Public Safety Power
Shutoff (PSPS).

Given that these actions are safety-driven and condition-dependent, they are tracked and reported separately
from underlying reliability performance to provide transparency regarding customer-experienced impacts and to
support Commission transparency of the safety-reliability tradeoff.

Wildfire Mitigation Reliability Impacts (2025 Reporting Period)

The following table summarizes the 2025 impacts associated with ESS, emergency de-energizations and PSPS.
While ESS, wildfire de-energization and PSPS events contribute to customer-experienced interruptions, their
impacts are operationally distinct from underlying reliability performance and are therefore separately tracked
and reported.

SAIDI SAIFI CAIDI
Underlying 92.3 0.825 112
Enhanced Safety Settings (ESS)*! 24.5 0.326 75
Emergency De-energization 9.0 0.037 242
Public Safety Power Shutoff (PSPS) 2.1 0.003 662

Enhanced Safety Settings (ESS)

Enhanced Safety Settings (ESS) operate circuits in a non-standard, condition-dependent protection configuration
during elevated fire-weather conditions to reduce wildfire ignition risk and support public safety objectives. This
operating state can convert what would otherwise be momentary interruptions into sustained outages and may
extend restoration times due to required patrol and verification activities prior to re-energization. ESS-related
outages therefore reflect a safety-driven operational posture and are not indicative of underlying equipment
condition or baseline system reliability.

Wildfire Emergency De-energization (Encroachment)

Beginning in 2024, the Company implemented emergency de-energization when active fires advance toward
Company assets. These actions are taken as a precautionary measure to support public safety objectives, support
emergency response activity, and reduce the potential for wildfire ignition exposure under evolving fire-weather
conditions. Restoration efforts begin following field assessments and coordination indicating conditions are
sufficiently safe to proceed.

Public Safety Power Shutoff (PSPS)

A PSPS is a precautionary measure used to mitigate wildfire risk by temporarily de-energizing lines during periods
of extreme fire danger. The Company relies on field observations, weather forecasts, and defined thresholds (e.g.,
high winds, low humidity, critically dry vegetation) to determine whether a PSPS event is necessary.

11 ESS impacts reflect a safety-driven, non-standard protection configuration and are described in the Enhanced Safety Settings section.
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e OnlJune 16,2025, company meteorologists forecasted extreme fire weather conditions for June 21, 2025,
in parts of southwestern Utah, prompting preparations for a Public Safety Power Shutoff. Hot, dry
weather and high winds up to 74 miles per hour were expected, and 6,342 customers were identified as
potentially impacted. The department operations center and emergency coordination center were
activated, and communications began 72 hours in advance. A community resource center was set up, and
all vulnerable customers were contacted. On June 21, 2025, at 5:47 a.m., a total of 3,374 customers were
de-energized across 19 circuits, with full power restoration completed that night.
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January 1 — December 31, 2025

Section 2.1 shows the historical reliability performance, while sections 2.2 and 2.3 illustrate 365-day rolling trends,

and updated baselines are detailed in section 2.3.

2.1 Utah Reliability Historical Performance!?
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12 The large increase of SAIDI, SAIFI, and CAIDI in 2020 is due to the Labor Day catastrophic event that was caused by downslope winds

along the Wasatch Front. For more information on this major event see Docket No. 21-035-15.
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2.2 Controllable, Non-Controllable and Underlying Performance Review

In 2008, the Company introduced a refined categorization of outage causes. This categorization, known as
Controllable Distribution Outages, recognizes that certain types of outages can be effectively prevented. For

instance:

Animal-caused or equipment failure interruptions have a less random nature than lightning-caused

interruptions.
Engineers can develop plans to mitigate against controllable distribution outages and provide better

future reliability at the lowest possible cost.

Despite this focus on controllable outages, the Company remains committed to addressing non-controllable
outages. Efforts include:

Enhancing resilience to extreme weather through programs like the visual assurance program.
Understanding the impact of supply disruptions on customers and delivering appropriate improvements.
Utilizing web-based notifications to react promptly to declining reliability trends, regardless of the outage
cause.

This approach ensures overall reliability and continuous improvement.

SAIDI (Minutes)

100

90+

10+

365-Day Rolling Controllable History As Reported

[spuand) 141¥s
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2.3 Baseline Performance

In compliance with Utah Reliability Reporting Rules, the Company developed performance baselines that
subsequently filed for approval (based on 2008-2012 history). The baseline values were calculated using the 12-
month moving average data for SAIDI and SAIFI over a 5-year period as the mean, plus or minus approximately
two standard deviations. These baselines were approved, but stakeholders advocated that periodically refreshing
baseline levels would be beneficial. As a result, on December 20, 2016, the Public Service Commission of Utah
approved modified electric service reliability performance baseline notification levels (Docket No. 13-035-01 and
15-035-72). On June 23, 2020, the Commission directed the Company to work with parties to review the baselines.
The original and modified baselines are shown below.

SAIDI (Minutes) SAIFI (Events)
Lower Value Upper Value Lower Value Upper Value
Control Zone Control Zone Control Zone Control Zone
Prior Baseline 151 201 1.3 1.9
2016 Modified Baseline 137 187 1.0 1.6
2020 Modified Baseline 107 157 0.9 1.2

UT Daily Rolling 365-day SAIDI
(major events excluded)
250
200
2020 Modified Notification Limit: 157 min
150 WA
" 2020 Modified Control Zone: 107 - 157 min
3
=
=
2100
50
O T T T T T T T T T T T T T T T
Ny D N e e R Y R D P P P AP
\'b \'b \'b \’b \'b \:b \'b \:b \'b{\ \'Z- \"D \'b \"b(\ \’b \'b{\ \'b \'Z-
Control Zone Notification Zone  ——365 Day Rolling SAIDI
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2.4 Reliability Reporting Post-Rule R.746-313 Modifications

In 2012, the Company and stakeholders developed reliability reporting rules that are codified in Utah
Administrative Code R746.313. Certain reliability reporting details were outlined in these rules that had not been
previously required in the Company’s Service Quality Review Report. Specific elements may be at least partially
redundant or segmented differently than has been provided in the past.

The final rule required five-year history at an operating area level for SAIDI, SAIFI and CAIDI. At a state level, these
metrics in addition to MAIFI!® are required.

Major Events, ESS, and

3 2021 2022 2023 2024 2025
rearranged Excluded*
STATE SAIFI| CAIDI| MAIFle | SAIDI | SAIFI | CAIDI | MAIFle | SAIDI | SAIFI | CAIDI | MAIFIe | SAIDI | SAIFI | CAIDI | MAIFle | SAIDI | SAIFI | CAIDI | MAIFle

Utah 09 119 ] 1.89 | 102 | 0.9 | 118 [ 0.42 98 | 0.8 | 125 | 0.41 93 | 0.8 | 118 | 0.70 92 | 0.8 | 112 [ 0.57
OP AREA
AMERICAN FORK 0.4 | 144 75 | 0.6 | 124 117 | 1.1 | 104 52 | 06 | 84 50 | 0.6 | 89
CEDAR CITY 13 | 111 107 | 1.0 | 108 95 | 0.9 | 109 82 | 0.8 | 105 101 | 0.7 | 147
CEDAR CITY (MILFORD) 2.0 173 | 0.9 | 194 302 | 1.9 | 159 519 | 2.1 | 246 101 | 0.7 | 142
EVANSTON 0.2 21 | 0.2 | 128 52 | 0.2 | 308 42 | 05| 82 6 0.0 | 182
JORDAN VALLEY 1.0 72 | 0.7 | 102 54 | 05| 114 69 | 0.6 | 123 66 | 0.6 | 117
LAYTON 1.2 69 | 0.6 | 112 66 | 0.6 | 103 71 | 0.7 | 109 69 | 0.7 | 104
MOAB 1.2 125 | 1.2 | 103 231 | 1.8 | 130 197 | 1.2 | 158 37 | 04| 89
MONTPELIER 1.1 216 | 0.9 | 235 15 [ 0.1 | 99 232 | 32| 73 81 | 0.4 | 202
OGDEN 1.0 119 | 0.8 | 141 136 | 0.8 | 179 145 | 0.9 | 157 139 | 1.0 | 132
PARK CITY 0.7 171 | 0.9 | 186 219 | 1.3 | 169 137 | 0.8 | 170 114 | 1.0 | 113
PRICE 1.0 143 | 1.5 | 94 76 | 0.7 | 105 158 | 1.3 | 124 153 | 0.9 | 168
RICHFIELD 1.2 220 | 1.7 | 133 50 | 04 | 123 73 | 09| 79 149 | 1.4 | 107
RICHFIELD (DELTA) 2.7 138 | 2.0 | 70 89 | 0.7 | 125 112 | 0.8 | 134 97 | 1.0 | 101
SLC METRO 1.9 103 | 1.0 | 108 89 | 0.7 | 123 104 | 09 | 118 125 | 1.2 | 102
SMITHFIELD 0.9 94 | 0.8 | 116 174 | 1.7 | 101 104 | 1.1 | 94 25 | 03| 78
TOOELE 1.4 184 | 1.8 | 103 9% | 0.8 | 116 94 | 12| 78 88 | 0.7 | 130
TREMONTON 0.8 213 | 1.9 | 115 240 | 1.5 | 158 152 | 20| 75 170 | 1.2 | 138
VERNAL 0.4 86 | 0.7 | 127 49 | 0.3 | 182 35 | 0.3 | 105 38 | 0.8 | 48
*except MAIFle

13 Reported MAIFIg is calculated using only momentary distribution outage records from the system of record.
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2.5 Cause Analyses — Underlying and Enhanced Safety Settings (ESS)

Section 2.5.1 provides an analysis of outage causes for Underlying outages, while Section 2.5.2 shows the outage
causes related to Enhanced Safety Settings (ESS).

2.5.1 Underlying — Baseline Operating Conditions Cause Analyses Charts

2022 2023 2024 2025

Utah Cause Category
SAIFI

Environment 1 jo.o00|] O Jooo|] 1 Jo.oO| 1 J0.00] O |O0.00
Equipment Failure 42 10.40| 38 |0.24] 36 |0.21] 35 [0.19] 33 | 0.19
Lightning 3 |000|] 2 |0.02] 3 |0.03] 2 |0.02] 2 |o0.02
Loss of Supply - Generation/Transmission 9 |0.10| 10 |0.12] 15 | 0.17| 8 |0.12] 8 |oO0.10
Loss of Supply - Substation 10 (0.10] 15 |0.15]) 6 |J0.05] 11 |0.13} 13 }Jo0.13
Operational 1 10.00 0 0.00 1 0.02] O 0.01 1 0.01
(014,113 2 |0.00 2 0.02 1 0.021 9 0.11] 8 0.12
Planned (excl. Prearranged) 3 |000|] 2 |0.02] O |0.01] O |0.01] O }]o.01
Public 13 |0.10] 11 | 0.10] 15 J0.11| 13 |0.10] 14 |0.12
Unknown 5 |0.10] 5 |0.06] 4 |0.05] O |Jo.00] 0 |o.00
Vegetation 6 |000] 6 |0.04] 5 |0.04] 4 |0.02] 3 |0.03
Weather 10 |0.10] 11 |J0.07] 8 |0.06] 8 |0.05] 6 |0.04
Wildlife 2 3 10.03

Utah Underlying 102 | 0.87

Cause Analysis - Customer Minutes Lost (SAIDI)

Categories
@ EQUIPMENT FAILURE (35.534)

PUBLIC (14.79%)
@ LOSS OF SUPPLY - SUBSTATION (13.75%)
OTHER (8.9%)
@ LOSS OF SUPPLY - GENERATION/TRANSMISSION (8.79)
WEATHER (6.3%)
@ WILDLIFE (4.8%)
VEGETATION (3.6%)
@ LIGHTNING (2.3%)

OPERATIONAL (1.0%)
@ PLANNED EXCLUDING PREARRANGED (0.4%)
ENVIRONMENT (0.1%)
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Cause Analysis - Customer Interruptions (SAIFI)

Categories
@ EQUIPMENT FAILURE (23.5%)

) LOSS OF SUPPLY - SUBSTATION (15.856)
@ PUBLIC (12.23%)
OTHER (14.2%)
, @ LOSS OF SUPPLY - GENERATION/ TRANSMISSION (12.4%)
@ WILDLIFE (6.19%)

@ WEATHER (4.8%)
VEGETATION (3.3%)
@ LIGHTHNING (2.4%0)
@ PLANNED EXCLUDING PREARRANGED (1.7%)
@ OPERATIONAL (1.6%)
@ ENVIRONMENT (0.0%)

Cause Analysis - Sustained Incidents

Categories
@ EQUIPMENT FAILURE (49.1%4)

) OTHER (14.05)
@ WILDLIFE (10.6%)
PUBLIC {9.8%)
u @ WEATHER (5.8%)
@ VEGETATION (4.1%)
@ OPERATIONAL (1.6%)
LOSS OF SUPPLY - GENERATION/TRANSMISSION (1.534)
@ LIGHTNING (1.4%)
@ LOSS OF SUPPLY - SUBSTATION (1.2%)
@ PLANNED EXCLUDING PREARRANGED (0.6%)
@ ENVIRONMENT (0.3%)
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2.5.2 Enhanced Safety Settings (ESS) Cause Analyses Charts

ESS Cause Analysis - Customer Minutes Lost (SAIDI)

Categories

@ OTHER (44.3%)

@ EQUIPMENT FAILURE (23.79%)

@ WILDLIFE (7.4%)

@ LIGHTNING (6.8%)

@ VEGETATION (6.196)

@ PUBLIC (5.6%)

@ WEATHER (4.79%)

@ OPERATIONAL (1.5%)

@ PLANNED EXCLUDING PREARRANGED (0.0%)
@ ENVIRONMENT (0.0%)

ESS Cause Analysis - Customer Interruptions (SAIFI)

Categories
@ OTHER (54.1%)

@ EQUIPMENT FAILURE (15.4%)

@ WILDLIFE {7.99%)

@ LIGHTNING (7.5%)

@ PUBLIC (4.9%)

@ VEGETATION (4.7%)

@ WEATHER (3.09%)

@ OPERATIONAL (2.3%)

@ PLANNED EXCLUDING PREARRANGED (0.0%)
@ ENVIRONMENT (0.0%)
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ESS Cause Analysis - Sustained Incidents

Categories

@ EQUIPMENT FAILURE (33.8%)

@ OTHER (33.7%)

@ WILDLIFE (13.2%)

@ PUBLIC (7.6%)

@ VEGETATION (3.8%)

@ LIGHTNING (3.3%)

@ WEATHER (2.3%)

@ OPERATIONAL (1.9%)

@ PLANNED EXCLUDING PREARRANGED (0.3%)
@ ENVIRONMENT (0.1%)
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3 Improve Reliability Performance in Areas of Concern

Rocky Mountain Power is committed to delivering safe and reliable power. For years, the Company has
developed, monitored, and tracked reliability metrics in accordance with industry standards and regulatory
requirements. Over time, improvements have been made to minimize the impact of power interruptions by
reducing outage duration and frequency. To continue keeping its commitment to deliver safe and reliable power,
Rocky Mountain Power develops a reliability plan annually to identify new projects and programs to continually
improve system performance and resilience.

Rocky Mountain Power’s reliability plan is a key program that is used to improve system reliability. The
development of individual reliability work plans is a strategic approach based upon current trends in performance
through multiple metrics. Care is taken to ensure that project selection does not limit funding in areas of low
customer density over more densely populated areas.

Rocky Mountain Power implemented annual safety inspections starting in 2025, along with increased frequency
for detailed overhead and underground inspections from 20-year to 10-year cycles starting in 2024. Increasing
the frequency of these inspections is intended to support improved identification of equipment condition and
potential reliability risk.

An area of concern that has been identified is circuits that serve many customers. As a result, Rocky Mountain
Power implemented a mainline sectionalizing guideline to reduce the number of customers exposed per feeder.
The guide outlines recommendations for a maximum of 2,250 customers per feeder, which are to be further
subdivided into protection zones of no more than 750 customers. The system is reviewed annually to determine
which circuits should be prioritized based on greatest amount of risk to reliability and projects are implemented
based on available funding.
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4 Customer Response
4.1 Telephone Service and Response to Commission Complaints

COMMITMENT ‘ GOAL ‘ PERFORMANCE

PS5-Answer calls within 30 seconds 80% 73%
PS6a) Respond to commission complaints within 3 days 95% 98%
P§6b) Responq tc? commission complaints regarding service 95% 100%
disconnects within 4 hours

PS6c) Address commission!* complaints within 30 days 100% 96%

PS5 Note: Rocky Mountain Power remains committed to delivering exceptional customer experience, though PS5
service level performance fell short of established goals in 2025. PacifiCorp achieved a year-end service level of
73.24%, reflecting the impacts of higher call volumes, which have increased by 57,190 when compared to 2024.
Despite these challenges, the Company maintained a strong focus on customer experience and operational
performance. The continued use of the customer callback program, implemented at the end of 2024, has provided
customers with the option to receive a return call rather than waiting on hold during peak periods. We will
continue our focus on response times for customers while managing costs and staffing levels. Rocky Mountain
Power has developed a comprehensive training and staffing plan to enhance workforce readiness and strengthen
service level performance moving forward. These efforts are expected to provide necessary support to move the
Company closer to achieving its service level goals while maintaining its commitment to timely, high-quality
customer service.

PS6¢c) Note: There were two commission complaints not addressed within 30 days. In both cases, the complaints
were acknowledged and worked on promptly but delays occurred in appropriately communicating with the DPU
on the actions the company had taken.

4.2 Utah Commitment Ul

To identify when a ‘wide scale’ outage has occurred, the Company examines call data for customers who have
selected either the power emergency or power outage option within the company’s call menu. However, to report
on performance during a ‘wide scale’ outage, the company must use network information, which provides
information for all call types, not just outage calls. Therefore, using the menu level data the company has
identified the time intervals that exceed the agreed upon standard 2,000 calls/hour, and reports the network
level statistics for the same intervals. Utah Commitment U1 is evaluated using system-wide network call data
during wide-scale outage conditions, which may include events occurring outside the state of Utah.

In 2025, there were eleven days identified as wide-scale outage days. Event details and call statistics are shown
in the bullets and table below.

14 PS5 and PS6 are reported for informational purposes and historical continuity. These measures are not performance standards adopted
under Utah Administrative Code R746-313. Rocky Mountain Power follows the definitions for informal and formal complaints as set forth in
the Utah Code, Title 54, Public Utilities Statutes and Public Service Commission Rules, R746-200-8 Informal review (A) and Commission
review (D).
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On February 3, 2025, Southern Oregon and the Portland metro experienced a winter storm event causing
widespread distribution outages across Klamath Falls, Lakeview, Grants Pass, Medford, Yreka, and
Portland. The event affected approximately 12,039 customers.

On April 1, 2025, Central Oregon experienced a transmission outage due to a loss of supply during
Portland General Electric maintenance at Round Butte substation that triggered a breaker alarm failure,
cutting source to multiple substations in the Madras, Culver, Crooked River, and Warm Springs area. The
event affected 11,103 customers and service was restored in about 57 minutes.

On June 9, 2025, Portland, Oregon experienced a transmission event when circuit breakers 2P57 and
2P103 at St. Johns and Knott substations locked open, resulting in loss of transmission to several feeders.
The event affected up to 41,748 customers, with full restoration by 11:37.

On June 24, 2025, Portland, Oregon experienced a circuit outage at Columbia substation on circuit 5P478
when the SCADA-controlled breaker stood open before reclosing. The event affected 888 customers.

On August 4, 2025, multiple locations across Utah and Oregon experienced power outages caused by
equipment failures. These events collectively impacted more than 2,704 customers.

On August 13, 2025, Ogden, Utah experienced planned outages due to emergency de-energization
activities. The event affected at least 31,197 customers.

On September 9, 2025, the Coos Bay and Coquille areas of Oregon experienced a power outage caused
by a loss of transmission line. The event impacted 12,767 customers, with full restoration completed by
12:59 Mountain Time.

On November 3, 2025, several outage events occurred across multiple states, each affecting hundreds of
customers. These outages were attributed to vehicle accidents, interference with other utilities, and
planned outage activities.

On November 7, 2025, a loss-of-substation event occurred at Cottonwood substation in Salt Lake City,
Utah due to a bus lockout. The event impacted 18,356 customers, with service restored by 14:31.

On November 13, 2025, at 11:43, a loss of transmission line resulted in a major outage event in Wyoming.
At least 52,500 customers were affected, with most customers restored by 17:02 the same day.

On December 1, 2025, no large-scale power outage events were observed that impacted a significant
number of customers.

Network Calls # of Calls

Inter\(l“a,:TS .tr?r:{! ';m'Sh Total Receive_d but Abandoned from Tim:xszs:)an‘:is Se’::: ds
Calls Not Delivered Agent Queue
15:30 15:45 501 0 90 2374 106
15:45 16:00 428 0 80 2561 74
16:00 16:15 492 0 159 2652 97
2/3/2025 16:15 16:30 606 0 127 2200 120
16:30 16:45 529 0 60 1572 117
16:45 17:00 424 0 60 1829 84
11:30 11:45 389 0 21 651 52
11:45 12:00 395 0 33 844 26
12:00 12:15 713 189 104 788 21
4/1/2025 12:15 12:30 992 276 32 628 18
12:30 12:45 479 1 27 719 11
12:45 13:00 394 0 26 481 15
13:00 13:15 383 0 41 560 10
11:30 11:45 356 0 32 647 17
11:45 12:00 328 0 20 948 21
6/9/2025 12:00 12:15 332 0 24 1032 16
12:15 12:30 1,931 1,255 208 814 288
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Interval Start/Finish LGS (;alls EES Max Delay ASA
(MT Time) Total Recelve_d but Abandoned from Time Seconds seconds
Calls Not Delivered Agent Queue

12:30 12:45 1,095 496 153 464 176

12:45 13:00 375 0 29 1011 33

13:00 13:15 306 0 41 1296 27

13:15 13:30 336 0 38 1034 21

16:30 16:45 991 192 38 420 22

16:45 17:00 434 0 22 1075 20

LA 17:00 17:15 328 0 20 1511 18
17:15 17:30 263 0 27 1396 8

11:00 11:15 494 0 126 2828 21

11:15 11:30 480 0 86 3103 34

11:30 11:45 549 0 106 3585 29

8/4/2025 11:45 12:00 522 0 92 3496 33
12:00 12:15 479 0 83 4221 30

12:15 12:30 525 0 100 4400 36

15:30 15:45 269 0 39 923 18

15:45 16:00 329 0 31 704 51

16:00 16:15 589 0 57 1437 87

16:15 16:30 969 0 37 1597 162

LA 16:30 16:45 613 0 57 1169 126
16:45 17:00 510 0 49 1503 99

17:00 17:15 426 0 50 1579 63

17:15 17:30 464 0 56 1047 94

11:30 11:45 370 0 52 1026 23

11:45 12:00 381 0 63 1884 18

12:00 12:15 732 0 62 1908 131

9/9/2025 12:15 12:30 669 0 77 1565 174
12:30 12:45 413 0 50 1504 52

12:45 13:00 359 0 45 1306 34

9:45 10:00 447 0 111 1221 10

10:00 10:15 476 0 106 1059 18

10:15 10:30 569 0 153 1146 29

10:30 10:45 609 0 101 1728 20

10:45 11:00 499 0 81 1412 16

11:00 11:15 528 0 119 1134 25

11:15 11:30 533 0 102 1528 27

11:30 11:45 555 0 123 2138 33

11:45 12:00 505 0 93 2002 18

12:00 12:15 505 0 116 1866 30

12:15 12:30 518 0 117 1661 38

0 12:30 12:45 545 0 100 1785 26
12:45 13:00 493 0 118 1814 21

13:00 13:15 490 0 131 1890 31

13:15 13:30 439 0 132 1771 25

13:30 13:45 525 0 127 1605 36

13:45 14:00 542 0 147 1306 38

14:00 14:15 615 0 83 2458 16

14:15 14:30 690 0 72 1439 16

14:30 14:45 445 0 98 1523 27

14:45 15:00 427 0 54 1206 14

15:00 15:15 441 0 80 1289 18

13:15 13:30 270 1 19 803 10

11/7/2025 13:30 13:45 264 1 15 546 13
13:45 14:00 410 0 62 948 83
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Interval Start/Finish et (;alls el Max Delay ASA
(MT Time) Total Recelve_d but Abandoned from Time Seconds seconds
Calls Not Delivered Agent Queue

14:00 14:15 1,130 0 324 996 483

14:15 14:30 547 0 62 455 104
14:30 14:45 308 0 12 792 31

14:45 15:00 295 1 9 699 14

12:00 12:15 234 0 456 733 78
12:15 12:30 271 0 247 636 42

12:30 12:45 347 0 39 1157 26

12:45 13:00 2,682 1,589 41 405 24

G PP 13:00 13:15 1,101 45 29 1022 64
13:15 13:30 570 0 18 1095 35
13:30 13:45 449 0 50 1032 22

13:45 14:00 367 0 47 844 28
10:15 10:30 501 0 116 2222 21
10:30 10:45 570 0 120 2108 23
10:45 11:00 482 0 63 1804 30
12/1/2025 11:00 11:15 551 0 110 1390 18
11:15 11:30 536 0 108 1314 15
11:30 11:45 477 0 83 1247 12
11:45 12:00 486 0 166 1068 16

4.3 Utah State Customer Guarantee Summary Status'®

customerguarantees January to December 2025
Utah
2025 2024
Description Events  Failures %Success Paid Events Failures % Success Paid
CG1 |Restoring Supply 1,396,225 18 100.00%  $900 | 1,529,600 0 100.00% $0
CG2 |Appointments 8,534 14 99.84% $700 7,589 2 99.97% $100
CG3 [Switching on Power 18,978 1 99.99% $50 20,168 0 100.00% $0
CG4 |Estimates 1,427 3 99.79% $150 1,406 0 100.00% $0
CG5 [Respond to Billing Inquiries 1,720 19 98.90% $950 1,785 4 99.78% $200
CG6 [Respond to Meter Problems 742 5 99.33% $250 694 0 100.00% $0
CG7 [Notification of Planned Interruptions 252,866 96 99.96% $4,800 269,765 11 100.00% $550
1,680,492 156 99.99% $7,800)| 1,831,007 17 99.99% $850

Overall Customer Guarantee performance remains above 99%, demonstrating Rocky Mountain Power's
continued commitment to customer satisfaction. Major Events are excluded from the Customer Guarantees
program. The program also defines certain exemptions, which are primarily for safety, access to outage sites, and
emergencies.

15 Customer satisfaction guarantees were issued in docket number 05-035-54 Merger Commitment U9 and Commission Order on Service
Quality Reporting issued February 27, 2014.
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5 Maintenance Compliance to Annual Plan
5.1 T&D Preventive and Corrective Maintenance Programs

Preventive Maintenance

The preventive maintenance (PM) plan is desighed to inspect facilities, identify abnormal conditions'®, and
prioritize corrective actions. As the Company reviews its policies, factoring in both costs and benefits,
modifications will be made where appropriate. Local triggers that result in more frequent or more burdensome
inspection and maintenance practices have refined some of these PM activities. As the Company continues its
assessment, additional policy changes will continue to refine the maintenance plan.

Transmission and Distribution Lines

=  Visual assurance inspections are conducted to identify damage or defects that may endanger public safety
or compromise the integrity of the electrical system.

= Detailed inspections involve an in-depth visual examination of each structure and the spans between them,
as well as pad-mounted distribution equipment.’

= Pole testing involves sounding and boring to reveal decay pockets that may compromise the structural
integrity of wood poles.

Substations and Major Equipment

=  Rocky Mountain Power conducts inspections and maintenance of substations and their equipment to verify
proper operation. Any abnormal conditions are identified and prioritized for corrective maintenance.

= The Company follows a condition-based maintenance program for substation equipment, including load
tap changers, regulators, and transmission circuit breakers. Routine diagnostic tests help determine if the
equipment is in good condition or needs servicing. Protection and communication systems undergo
maintenance on a time-based schedule.

Corrective Maintenance

The primary objective of the corrective maintenance plan is to address abnormal conditions identified during the
preventative maintenance process.

16 condition priorities are as follows:
Priority A: Conditions that pose a potential but not immediate hazard to the public or employees, or that risk loss of supply or damage to
the electrical system.
Priority B: Conditions that are nonconforming, but that in the opinion of the inspector do not pose a hazard.
Priority C: Conditions that are nonconforming, but that in the opinion of the inspector do not need to be corrected until the next scheduled
work is performed on that facility point.
Priority D: Conditions that conform to the NESC and are not reportable to the associated State Commission.
Priority G: Conditions that conform to the regulations requirement that was in place when construction took place but do not conform
to more recent code adoptions. These conditions are “grandfathered” and are considered conforming.
17 Effective 1/1/2007, Rocky Mountain Power modified its reliability & preventive planning methods to utilize repeated reliability events to
prioritize localized preventive maintenance activities using its Reliability Work Planning methodology. At this time, repeated outage events
experienced by customers will result in localized inspection and correction activities rather than being programmatically performed at either
the entire circuit or map section level.
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Transmission and Distribution Lines

= Abnormal conditions are detected through preventive maintenance inspections.
= Qutstanding conditions are recorded in a database and remain logged until they are corrected.

Substations and Major Equipment
= Correctable conditions, often related to major equipment, are flagged during preventative maintenance

activities.
= Corrections typically involve repairing equipment or addressing failed components.

5.2 Maintenance Spending

Maintenance spending levels reflect planned and executed inspection and corrective work and are not, on their
own, a direct indicator of year-to-year customer reliability outcomes.

Utah CY2025 Distribution Maintenance Spending
(Distribution Maintenance FERC Functional Group)
$120,000,000
$100,000,000 -
$80,000,000 -
$60,000,000 -
$40,000,000 -
$20,000,000 -
$- Jan Feb Mar Apr May Jun Jul Aug Sep Oct Now Dec
| Plan $7,978343 | $15.594,008 | $23.906,812 | $32.087.627 | $41084.324 | $50,156.723 | $59,890.981 | $68.747,293 | $77.201,111 | $86.004,518 | $92.993.284 | $99843.050
|—-—A|:lual $7,193154 | $13730,850 | $20603,568 | $26688,873 | $34588,915 | $42750.206 | $50,891.481 | $60.863,664 | $60.090,548 | $74.851,966 | $85672.024 | $94026.543

Page 27 of 43



ROCK!{ MOUNTAIN
o Service Quality Review

UTAH January 1 — December 31, 2025

5.2.1 Maintenance Historical Spending

Utah Inspection & Maintenance Spending
$100,000,000

$80,000,000

$60,000,000

$40,000,000

$20,000,000
$-

2015 2016 2017 2018 2018 2020 2021 2022 2023 2024 2025

5.3 Distribution Priority “A” Conditions Correction History

Rocky Mountain Power targets correction of Priority “A” Conditions with an average age of 120 days or less. The
Company uses this metric as one indicator to monitor maintenance performance.

Utah Priority A Corrected Conditions Performance
(January through December 2025)

140 1,200
120 1,000
s
100 5
800 &
o b
= 80 51
8 600 §
60 5
Q
400 ©
40 2
3
Q
20 200
0 0

Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec
mmm Count of Corrected Conditions ="A" Condition 120 Average Day Commitment =-l=Corrected Condition Average Days
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6 Capital Investment
6.1 Capital Spending — Distribution and General Plant'®

Capital expenditure reflects the timing and execution of approved projects and are not, on their own, a direct
indicator of year-to-year reliability performance.

January — December 2025

Actual

Investment ($m) Plan (Sm) Significant Variances
Mandated distribution wildfire mitigation over plan (+$93.7m), reflecting the
1. Mandated $215.0 $116.6 timing and execution of approved wildfire mitigation projects; Mandated Road
Relocations over plan (+$5.5m).
2. New Connect $175.4 $167.1 No significant variances.
System Substation System Reinforcement over plan (+$12m) offset by Feeder System
. $59.6 $53.0 .
Reinforcement Reinforcement under plan (-$5.1m).
Overhead pole replacements over plan (+$24.5m), reflecting increased
e [Tl »130.8 »104.5 execution of approved B-condition work and higher labor and material prices.
Upgrade & Terminal T&D Operations Campus over plan (+$107.6m), reflecting project
5. } $121.6 $8.8 . . }
Modernize timing and expenditure sequencing.
Total $702.4 $449.9
e ~\
Utah Distribution & General Plant Capital Spend - 2025 Cumulative
(S Million)
—4+—Plan —s—Actual
$800
$700 -
$600 -
$500 -
$400 -
$300 -
$200 -
$100 -
SO T T T T T T T 1
Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec
N _J

18 Actual costs shown are expenditure values, not plant placed in service (PPIS) values. Actual expenditures are not directly tied to PPIS values.
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4 I
Utah Distribution & General Plant Capital Spend - 2025 Monthly
($ Million)
—4—Plan —u— Actual
$90
S80 -
S70 -
S60 -
S50
S40 ~ *
$30 -
$20 -
$10 -

SO T T T T T T T 1

Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec
e _/

6.2 Capital Spending — Transmission/Interconnections?®

January — December 2025

Actual Plan

(Sm) (Sm)
$61.5 $58.7

Investment Significant Variances

1. Mandated No significant variances.

Residential (+$3.8m) and Commercial (+$7.4m) over plan offset by Industrial (-

2. New Connect $25.7 $19.0 $4.4m) (Northrop Grumman).

- A plan adjustment (-$10.9m for 2025) was included to account for anticipated
Local Transmission

. $17.3 $10.2 pro;ect. timing variability associated with company-wide capital portfolio
execution.

St. George Sub 345-138kV Xfmr-Exp Yard under plan (-$11.9m) due to

Main Grid transformer order delay which pushed out progress payments. Spanish Fk-

4. Reinforcements / $84.0 $177.2 Mercer 345kV Ln under plan (-$22.6m) due to delay of easement costs into

Interconnections?® 2026. Unidentified main grid/generation interconnections under plan (-
$36.5m).2!

Gateway South Aeolus Mona 500kV Line over plan (+$13m) due to mitigation

Energy Gateway . . . . . .
$40.3 $18.4 resolution costs higher than estimated. Oquirrh Terminal 345kV Line over plan

T iccianl9
ransmission due to mitigation work moving into 2026 (+$9.3m).

. Gateway Central Limber Area under plan (-$13.9m) and Gateway Central
Transmission

. 9 $21.8 $71.9 Reinforcements Seg B under plan (-$31m) due to company-wide reprioritization
Expansion .
of capital.
7. Replacement $31.5 $38.2 No significant variances.
8. Upgrade & Modernize $1.7 $9.1 No significant variances.
Total CYLER:] $402.7

19 Actual costs shown are expenditure values, not plant placed in service (PPIS) values. Actual expenditures are not directly tied to PPIS values.
20 Main Grid Reinforcements/Interconnections, Transmission Expansion and Energy Gateway Transmission values include a small amount of
general plant/communications and distribution work.

2! Unidentified main grid/generation interconnection projects are managed at the program level. Plan funding is 100% allocated to Utah, by
necessity, for Plan application purposes only. Actual funding is reallocated to specific projects across PacifiCorp as identified or as customer
agreements are signed, not necessarily within the state of Utah.
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Utah Transmission Capital Spend - 2025 Cumulative
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6.3 New Connects??

2024 2025
YEAR | Jan | Feb | Mar Apr | May | Jun  Jul [ Aug [ Sep Oct | Nov | Dec | YEAR
Residential
UT South 2492| 176 149 190 268 176 356 200 210 237 214 164 201| 2,541
UT North/Metro 11,235 551 764 473 881 761 620 558 1209 1279 743 813 506/ 9,158
UT Central 13,066| 1,101 1,081 851 999 1,074 928 987 1075 1070 1209 1154 1419| 12,948
Total Residential - 1,828 1,994 1,514 2,148 2,011 1,904 1,745 2,494 2,586 2,166 2,131 2,126-
UT South 459 45 45 57 43 33 58 16 34 29 48 39 24 471
UT North/Metro 1,567 99 83 104 108 117 133 120 148 98 133 118 105 1366
UT Central 2,583 249 198 167 197 168 157 223 207 135 186 98 140 2,125
Total Commercial 393 326 328 348 318 348 359 389 262 367 255 269
UT South 1 0 0 0 0 0 0 0 0 0
UT North/Metro 0 0 0 0 0 0 0 0 0 0
UT Central 0 0 0 1 0 0 0 0 0 0
Total Industrial 0 1 0 0 0 0 0 0
UT South 34 2 2 2 4 5 5 4 3 2
UT North/Metro 3 0 1 0 1 0 1 1 0 0
UT Central 17 0 0 0 0 0 1 2 3 2
Total Irrigation 3 2 5 5 7 7 6 4
TOTAL New Connects

UT South 2,986 223 196 249 315 214 419 220 247 268 264 203 227| 3,045
UT North/Metro 12,805 650 848 577 990 878 754 679 1357 1377 876 931 611| 10,528
UT Central 15,666 1,350 1,279 1,019 1,196 1,242 1,086 1,212 1,285 1,207 1,397 1,252 1,560

TOTAL New Connects 2,223 2,323 1,845 2,501 2,334 2,259 2,111 2,889 2,852 2,537 2,386 2,398

Notes:

e The Utah South region includes the operating areas of Cedar City, Moab, Price and Richfield.

e The Utah North/Metro region includes the operating areas of Layton, Ogden and SLC Metro.

e The Utah Central region includes the operating areas of American Fork, Jordan Valley, Park City, Toole and Vernal.
e  Regional areas are subject to change for operational purposes and may differ from historical reporting.

22 |n 2021, after adopting a new data processing tool, several process improvements were made. Temporary connections, which were
previously excluded, are now included, allowing for earlier reporting of actual installation dates. There is no double counting of new
connections, as the temporary connection is replaced when a permanent one is established, while retaining the original installation date.

In 2015, the Company’s regulation department mandated that all temporary connections be coded as commercial to apply commercial billing
rates to contractors using electricity until a homeowner takes occupancy. Given that residential customers vastly outnumber commercial
ones, this skewed the reported volumes, leading to the exclusion of temporary connections.

Now, temporary connections are included without distorting commercial volume reporting. Commercially classed temporary connections
are reclassified as residential when associated with residential dwelling codes. This new process is based on actual installation data rather

than customer contract data and is expected to eliminate distortions in historical volume records caused by customer changes.

Page 32 of 43



W7 ROCKY MOUNTAIN
« POWER

POWER Service Quality Review

UTAH January 1 — December 31, 2025

7 Vegetation Management

Vegetation management spending reflects planned and executed vegetation activities and is not, on its own, a

direct indicator of year-to-year reliability performance.

7.1 Production
UTAH

Tree Program Reporting

January 1, 2025 through December 31, 2025

Distribution
1/1/2025-
3 Year 1/1/2025- o el 1/1/2025- 1/1/2025- 1/1/2023- 1/1/2023- 01/01/2023- 1/1/2023-
Program/Total | 12/31/2025 A s 12/31/2025 12/31/2025 12/31/2025 12/31/2025 12/31/2025 12/31/2025
Line Miles  |Miles Planned e Ahead/Behind % Ahead/Behind | Miles Planned | Actual Miles Ahead/Behind % Ahead/Behind
column a column b column ¢ column d column e column f column g column h column i
UTAH 11,069 3,684 3,605 (79) 97.9% 11,069 10,990 (79) 99.3%
AMERICAN FORK 946 469 469 0 100.0% 946 946 0 100.0%
CEDAR CITY 1,460 558 558 0 100.0% 1,460 1,460 0 100.0%
JORDAN VALLEY 795 250 215 (35) 86.0% 795 760 (35) 95.6%
LAKETOWN 186 0 0 0 N/A 186 186 0 100.0%
LAYTON 311 0 0 0 N/A 311 311 0 100.0%
MOAB 580 120 120 0 100.0% 580 580 0 100.0%
OGDEN 970 358 358 0 100.0% 970 970 0 100.0%
PARK CITY 538 159 159 0 100.0% 538 538 0 100.0%
PRICE 598 103 103 0 100.0% 598 598 0 100.0%
RICHFIELD 1,275 433 433 0 100.0% 1,275 1,275 0 100.0%
SL METRO 1,297 375 331 (44) 88.3% 1,297 1,253 (44) 96.6%
SMITHFIELD 599 227 227 0 100.0% 599 599 0 100.0%
TOOELE 507 254 254 0 100.0% 507 507 0 100.0%
TREMONTON 747 357 357 0 100.0% 747 747 0 100.0%
VERNAL 260 21 21 0 100.0% 260 260 0 100.0%
Distribution cycle $/tree: $190
Distribution cycle $/mile: $3,737
Distribution cycle removal % 13.34%
Trar ission
Total Line Line Miles % of miles
Line Miles Miles |Ahead(behind)| completed
Miles Scheduled| Worked Schedule
6,627 436 362 (74) 83%

Current distribution cycle began January 1, 2023 and extends until December 31, 2025.

Notes:

Column a: Total overhead distribution pole miles by district

Column b: Total overhead distribution pole miles planned for the period January 1, 2025 through December 31, 2025

Column c: Actual overhead distribution pole miles worked during the period January 1, 2025 through December 31, 2025

Column d: Miles ahead or behind for the period January 1, 2025 through December 31, 2025 (column c-column b)

Column e: Percent of actual compared to planned for the period January 1, 2025 through December 31, 2025 ((column c+b)x100%)
Column f: Total overhead distribution pole miles planned for the period January 1, 2023 through December 31, 2025

Column g: Actual overhead distribution pole miles worked during the period January 1 2023 through December 31, 2025

Column h: Miles ahead or behind for the period January 1, 2023 through December 31, 2025 (column g-column f)

Column i: Percent of actual compared to planned for the period January 1, 2023 through December 31, 2025 ((column g+f)x100%)
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7.2 Budget

UTAH

Tree Program Reporting

January 1, 2025 through December 31, 2025

CY2023 CY2024 CY2025 CY2026 (EST)
$15,340,207| $17,452,680|$20,265,019( $21,762,747
$1,643,600 $1,854,753( $2,253,056 $2,380,227

Distribution Tree Budget

Transmission Tree Budget

Total Tree Budget $16,983,807 $19,307,433 $22,518,076 $24,142,974
Distribution Transmission

Calendar Year 2024 Actuals Budget Variance Actuals Budget Variance
Jan $ 1,667,383 | S 1,878,389 | $ (211,006) S 44,982 (S 160,146 | $(115,164)
Feb S 1,199,661 | S 1,626,934 | S (427,272) S 146,614 (S 76,075| S 70,539
Mar $ 1,384,972 | $ 1,536,327 | $ (151,355) S 111,523 S 74,706 | $ 36,818
Apr S 1,684,225 | S 1,813,997 | S (129,772) S 196,427 [ S 59,431 | S 136,995
May S 1,524,641 | S 2,112,338 | S (587,697) S 246,076 | $ 115,740 | $ 130,336
Jun S 1,692,983 | S 1,819,733 | S (126,749) S 144,082 | S 93,258 | S 50,824
Jul $ 1,888,816 | S 2,257,927 | S (369,111) S 117,024 |$ 125837 | S (8,813)
Aug S 1,681,550 | S 1,392,858 | S 288,692 S 218,767 | $ 553,393 | $(334,625)
Sep $ 1,733,574 | S 1,235,960 | S 497,614 S 470,441 |$ 381,427 | S 89,014
Oct S 1,763,323 | S 1,915,027 | $ (151,704) S 50,021 | S 344,022 | $(294,001)
Nov $ 2,372,564 | S 1,531,669 | S 840,895 S 93,840 (S 78,045 (S 15,795
Dec S 1,967,572 | $ 1,143,860 | S 823,712 S 4,427 | S 190,977 | $(186,550)
Total $20,561,264 $20,265,019 $ 296,245

Average # Tree Crews on Property (YTD) 97

The Company experienced a shortage of tree crew resources in 2025, which caused distribution cycle maintenance
to fall behind schedule. To address this, we prioritized distribution cycle maintenance over other non-compliance
activities, such as transmission herbicide application. As a result, some transmission projects were strategically
delayed. All transmission projects related to compliance were completed by year-end. The strategically delayed
transmission projects were completed in January and February of 2026. Funding was reallocated from
non-compliance projects to other compliance-related activities.

Page 34 of 43



v ROCKY MOUNTAIN
GPOWER _

Service Quality Review

UTAH

7.2.1 Vegetation Historical Spending

January 1 — December 31, 2025
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Utah Vegetation Spending

2016

2017

2018

2019

2020

2021

2022

2023

2024

2025

Transmission

3,015,928

2,646,405

1,742,553

1,433,587

1,298,388

920,956

1,521,960

1,443,822

1,523,419

1,844,225

m Distribution

12,767,30

12,046,25

12,907,63

14,509,60

16,214,42

14,702,92

15,199,90

16,532,07

17,985,57

20,561,264
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8 Standard Guarantees/Program Summary

8.1 Service Standards Program Summary?

8.1.1 Rocky Mountain Power Customer Guarantees®*

Customer Guarantee 1:
Restoring Supply After an Outage

The Company will restore supply after an outage within 24
hours of notification with certain exceptions as described in
Rule 25.

Customer Guarantee 2:
Appointments

The Company will keep mutually agreed upon appointments,
which will be scheduled within a two-hour time window.

Customer Guarantee 3:
Switching on Power

The Company will switch on power within 24 hours of the
customer or applicant’s request, provided no construction is
required, all government inspections are met and
communicated to the Company and required payments are
made. Disconnection for nonpayment, subterfuge or
theft/diversion of service is excluded.

Customer Guarantee 4:
Estimates For New Supply

The Company will provide an estimate for new supply to the
applicant or customer within 15 working days after the initial
meeting and all necessary information is provided to the
Company and any required payments are made.

Customer Guarantee 5:
Respond To Billing Inquiries

The Company will respond to most billing inquiries at the time
of the initial contact. For those that require further
investigation, the Company will investigate and respond to the
Customer within 10 working days.

Customer Guarantee 6:
Resolving Meter Problems

The Company will investigate and respond to reported
problems with a meter or conduct a meter test and report
results to the customer within 10 working days.

Customer Guarantee 7:
Notification of Planned Interruptions

The Company will provide the customer with at least two days’
notice prior to turning off power for planned interruptions
consistent will Rule 25 and relevant exemptions.

23 |n 2012, rules were codified in Utah Administrative Code R746-313. The Company, Commission and other stakeholders worked to develop

mechanisms that comply with these rules and supersedes the Company’s Service Standards Program.
24 See Rule 25 for a complete description of terms and conditions for the Customer Guarantee Program.
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8.1.2 Rocky Mountain Power Performance Standards

*Network Performance Standard 1:
Improve System Average Interruption
Duration Index (SAIDI)

In 2021 Utah Commission adopted a modified 365-day
rolling (rather than calendar year) performance baseline
control zone of between 107-157 minutes. 2°

*Network Performance Standard 2:
Improve System Average Interruption
Frequency Index (SAIFI)

In 2021 Utah Commission adopted a modified 365-day
rolling (rather than calendar year) performance baseline
control zone of between 0.9-1.2 events.

Network Performance Standard 3:
Improve Under Performing System
Segments

The Company will identify underperforming circuit segments
and outline improvement actions and their costs and using
the Open Reliability Reporting (ORR) process. 2°

*Network Performance Standard 4:
Supply Restoration

The Company will restore power outages due to loss of
supply or damage to the distribution system within three
hours to 80% of customers on average.

Customer Service Performance Standard 5:

Telephone Service Level

The Company will answer 80% of telephone calls within 30
seconds. The Company will monitor customer satisfaction
with the Company’s Customer Service Associates and quality
of response received by customers through the Company’s
eQuality monitoring system.

Customer Service Performance Standard 6:

Commission Complaint
Response/Resolution

The Company will a) respond to at least 95% of non-
disconnect Commission complaints within three working
days; b) respond to at least 95% of disconnect Commission
complaints within four working hours; and c) resolve 95% of
informal Commission complaints within 30 days, except in
Utah where the Company will resolve 100% of informal
Commission complaints within 30 days.

*Note: Performance Standards 1, 2 & 4 are for underlying performance days and exclude Major Events, ESS, Emergency De-
energization, and PSPS Events.

25 0n January 26, 2021, the Public Service Commission of Utah approved modified electric service reliability performance baseline notification
levels of 187 SAIDI minutes and 1.6 SAIFI events, with proposed baseline control zones of 137-187 SAIDI and 1.0-1.6 SAIFI (Docket NO. 20-
035-22).

26 On June 1, 2017, in Dockets 15-035-72 and 08-035-55, the Commission approved modified reliability improvement methods with the
Company’s Open Reliability Reporting (ORR) process, in which the Commission concluded that the process reasonably satisfies the
requirements of Utah Administrative Code R746-313-7(3)(e) relating to reporting on electric service reliability for areas whose reliability
performance warrants additional improvement efforts. This change is reflected in Section 3.
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8.1.3 Utah Distribution Service Area Map with Operating Areas/Districts

Below is a graphic showing the specific areas where the Company’s distribution facilities are located.
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8.1.4 Utah Regional Major Event Map

Below is a map of the regional major event regions as outlined in Section 1.3.
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8.2 Cause Code Analysis

This summary reflects reported cause codes across all outage types and operating conditions; detailed
differentiation between underlying reliability performance and Enhanced Safety Settings (ESS) events is provided
in Section 2.5.

Direct C
irect Lause Category Definition & Example/Direct Cause

Category

Wildlife Any problem nest that requires removal, relocation, trimming, etc.; any birds, squirrels or other animals,
whether or not remains found.
e Animal (Animals) e Bird Nest
e Bird Mortality (Non-protected species) e Bird Suspected, No Mortality

e Bird Mortality (Protected species) (BMTS)

Environment | Contamination or airborne deposit (i.e. salt, trona ash, other chemical dust, sawdust, etc.); corrosive
environment; flooding due to rivers, broken water main, etc.; fire/smoke related to forest, brush or building
fires (not including fires due to faults or lightning).

e Condensation/Moisture e Flooding
e Contamination e Fire/Smoke (not due to faults)
Equipment Structural deterioration due to age (incl. pole rot); electrical load above limits; failure for no apparent reason;
Failure conditions resulting in a pole/cross arm fire due to reduced insulation qualities; equipment affected by fault on
nearby equipment (e.g., broken conductor hits another line).
e B/O Equipment e Deterioration or Rotting
e Overload e Damaged Pole
e Nearby Fault e Pole Fire
Public Willful damage, interference or theft; such as gun shots, rock throwing, etc.; customer, contractor or other

utility dig-in; contact by outside utility, contractor or other third-party individual; vehicle accident, including
car, truck, tractor, aircraft, manned balloon; other interfering object such as straw, shoes, string, balloon.

e Dig-in (Non-PacifiCorp Personnel) Other Utility/Contractor
e Other Interfering Object Vehicle Accident

e Vandalism or Theft e Structure Fire
Lightning Outage caused by lightning.
e Lightning
Loss of Failure of supply from generator or transmission system.
Supply - e Loss of Generator e Loss of Transmission Line

Generation/ |e Loss of Feed from Supplier
Transmission

Loss of Failure of distribution substation equipment.

Supply - e Failure on Other Line or Station e Loss of Substation

Substation e System Protection

Operational Accidental contact by PacifiCorp or PacifiCorp's contractors (including live-line work); switching error; testing or

commissioning error; relay setting error, including wrong fuse size, equipment by-passed; incorrect circuit
records or identification; faulty installation or construction; operational or safety restriction.

e Internal Contractor e Internal Tree Contractor
e Faulty Install e Switching Error
e Improper Protective Coordination e Testing/Startup Error
e Incorrect Records e Unsafe Situation
e PacifiCorp Employee — Dispatch o PacifiCorp Employee — Field
o PacifiCorp Employee — Sub
Other Other or unknown causes
e Other, Known Cause e Unknown
Planned Transmission requested, affects distribution sub and distribution circuits; Company outage taken to make
repairs after storm damage, car hit pole, etc.; construction work, regardless if notice is given; rolling blackouts.
e Construction e Emergency Damage Repair
e Customer Notice Given e Customer Requested
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e Energy Emergency Interruption e Planned Notice Exempt
e Intentional to Clear Trouble e Transmission Requested
e Maintenance e PSPS Extended Repair
e Public Safety Power Shutoff e Encroachment
Transmission | Outage caused by failure of line transmission components such as conductors, insulators, or structures. Used
Line Failure when physical damage, wear, or malfunction occurs on the transmission line or its supporting equipment.

e Structures, Insulators, Conductor

Transmission | Outage related to terminal equipment such as relays, breakers, or switches at substations or interconnection

Terminal points. Used when protective, switching, or control equipment at a transmission terminal fails or malfunctions.
Equipment ¢ Relays, Breakers, Switches
Tree Growing or falling trees
e Tree— Non-preventable e Tree - Felled by Logger
e Tree—Trimmable
Weather Wind (excluding windborne material); snow, sleet or blizzard, ice, freezing fog, frost, lightning.
e Ice e Lightning
e Freezing Fog & Frost e Snow, Sleet, Ice and Blizzard
e Wind

8.3 Reliability Definitions

Interruption Types

Below are the definitions for interruption events. For further details, refer to IEEE 1366-2022 Standard for
Reliability Indices.

Sustained Outage

A sustained outage is defined as an outage of greater than 5 minutes in duration.

Momentary Outage

A momentary outage is defined as an outage equal to or less than 5 minutes in duration. Rocky Mountain Power
has historically captured this data using substation breaker fault counts, but where SCADA (Supervisory Control

and Data Acquisition Systems) exist, uses this data to calculate consistent with IEEE 1366-2022.

Reliability Indices

SAIDI

SAIDI (system average interruption duration index) is an industry-defined term to define the average duration
summed for all sustained outages a customer experiences in each period. It is calculated by summing all customer
minutes lost for sustained outages (those exceeding 5 minutes) and dividing by all customers served within the
study area. When not explicitly stated otherwise, this value can be assumed to be for a calendar-year period.

Daily SAIDI

To evaluate trends during a year and to establish Major Event Thresholds, a daily SAIDI value is often used as a
measure. This concept was introduced in IEEE Standard 1366-2022. This is the day’s total customer minutes out
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of service divided by the static customer count for the year. It is the total average outage duration customers
experienced for that given day. When these daily values are accumulated through the year, it yields the year’s
SAIDI results.

SAIFI

SAIF| (system average interruption frequency index) is an industry-defined term that attempts to identify the
frequency of all sustained outages that the average customer experiences during a given timeframe. It is
calculated by summing all customer interruptions for sustained outages (those exceeding 5 minutes in duration)
and dividing by all customers served within the study area.

CAIDI

CAIDI (customer average interruption duration index) is an industry-defined term that is the result of dividing the
duration of the average customer’s sustained outages by the frequency of outages for that average customer.

MAIFIg

MAIFle (momentary average interruption event frequency index) is an industry-defined term that attempts to
identify the frequency of all momentary interruption events that the average customer experiences during a given
timeframe. It is calculated by counting all momentary operations which occur within a 5-minute time period, as
long as the sequence did not result in a device experiencing a sustained interruption. This series of actions typically
occurs when the system is trying to re-establish energy flow after a faulted condition and is associated with circuit
breakers or other automatic reclosing devices. Reported MAIFIg is calculated using only momentary distribution
outage records from the system of record.

ORR

ORR is an acronym for Open Reliability Reporting and is a targeted approach reviewing performance in a local
area, measured by customer minutes lost.

Performance Types

Rocky Mountain Power recognizes several categories of performance: major events, significant events, and
underlying performance. Underlying performance days may be significant event days. Outages recorded during
any day may be classified as “controllable” events.

Major Events
A Major Event (ME) is defined as a 24-hour period where SAIDI exceeds a statistically derived threshold value

(Reliability Standard IEEE 1366-2022) based on the 2.5 beta methodology. The values used for the reporting
period and the prospective period are shown below.

Effective Date Customer Count ME Threshold SAIDI ME Customer Minutes Lost
1/1-12/31/2025 1,054,136 3.83 4,036,570
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Significant Events

The Company evaluates year-to-year reliability performance using industry-accepted methods developed
through an IEEE Distribution Reliability Working Group. Under this approach, a day is identified as a significant
event when daily SAIDI exceeds 1.75 beta, representing 1.75 times the natural-log standard deviation above the
natural-log daily average. These days are generally associated with severe weather and contribute
disproportionately to cumulative reliability results. Significant event days are identified separately so that
year-over-year comparisons appropriately reflect both the number of such events and their combined impact on
the reporting period.

Underlying Events

For purposes of this report, “underlying” events represent sustained interruptions used to support year-over-year
comparability. Underlying performance includes all sustained interruptions, whether controllable or
non-controllable, that occur below the statistically derived major event threshold. Underlying events exclude
major events, outages associated with Enhanced Safety Settings (ESS), emergency de-energization, prearranged
outages (including short-notice emergency prearranged outages), customer-requested interruptions, and
outages mandated by public authority, typically for safety-related emergency conditions.

Controllable Distribution (CD) Events

Since 2008, the Company has distinguished outage causes as either controllable or non-controllable to better
evaluate performance and target preventive actions. Controllable distribution (CD) outages are those for which
preventive measures can reasonably reduce future occurrences, such as equipment deterioration or animal
interference. Non-controllable outages include events such as weather or vehicle interference that are generally
not preventable through engineering programs. Controllable events are a subset of underlying events, which
include all sustained interruptions below the major event threshold, exclusive of exclusions described elsewhere
in this report. This classification is applied consistently through root-cause review and cause-code validation to
support comparison of year-to-date performance against underlying and total reliability metrics.
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